'ORDINANCE NO. 7566 .
AN ORDINANCE AMENDING CHAPTERS 10-5, 10-5.5,.10-6,
10-7, 10-8, 10-9, 10-9.5, 10-10, B.R.C. 1981, AND ADOPTING
BY REFERENCE, WITH AMENDMENTS, THE 2006
INTERNATIONAL BUILDING, RESIDENTIAL, FIRE,
'MECHANICAL, FUEL GAS, ENERGY CONSERVATION,

AND PLUMBING CODES, AND THE 2005 NATIONAL
ELECTRICAL CODE

'BE IT ORDAINED BY THE CITY ‘COUNCIL OF THE CITY OF BOULDER,
COLORADO
Sectlonl Chapter 10-5, BRC 1981, is amended to read:
CHAPTER 10-5, BUILDING CODE

Adopted by Ordinance No 4636. Amended by Ordinance Nos 4722, 6015 7304. Denvcd from

Ordmance Nos 4322 4500
10—5—1 Legxslatwe Intent.

’ The purpose of this chapter is to protect the pubhc health and safety by regulating the =

construction, alteration, repair, wrecking, and moving of structures in the city. The city council

‘hereby adopts the 2003-2006 edition of the International Building Code and the 1997 edition of

the Uniform Code for the Abatement of Dangerous Buildings with certain amendments and
deletlons thereto found to be in the best interests of the residents of the 01ty

10-5-2 Adoptlon of Internatmnal Building Code with Modlficatlons

o | (a) The 2@93—__Q_(hed1t1on of the International Buzldmg Code of the International Code Councﬂ
" is hereby adopted by reference as the City of Boulder Building Code and has the same force and
" effect as though fully set forth in this chapter, except as specnﬁeally amended by the provisions

of this chapter.

(b) The Appendix chapters I, “PATIO COVERS” and J, “GRADING,” and sections contained

therein are adopted.

- (©) Seetion 101 .1, “Title,” is repealed and reenacted to read:

101.1 Title. These regulations shall be known as the Building Code of the City of Boulder or

~ building code, hereinafter referred to as “this code.” Where other codes are referenced in this -

code those code provisions shall not apply unless otherwise adopted by the City of Boulder.
Where reference is made anywhere in this code to the “Department” or “Department of Building

- Safety” it shall have the same meaning as the “Division of Building Safety.”
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(d) Section 101.4, “Referenced codes,” is repealed and reenacted to read:

Chapter 1, “Administration,” in this code shall also apply and serve as Chapter 1,
“Administration,” in the following codes adopted by reference in this title: Chapter

10-5.5, International Residential Code; Chapter 10-9, International Mechanical Code; Chapter
10-9.5, International Fuel Gas Code; and Chapter 10-10, Intemational Plumbing Code, B.R.C.
198 1. Chapter I-“Adsministration;in-thi code-shall-also-apply-and-serve-as-Asticle g

wily

R Freetired 26 - S AW Ts . 4 Shabtet D : » .: Where
ational-B 5 BR-C :
administrative provisions are expressly adopted, or adopted in an altered form, for use in those
chapters, they shall supersede any conflicting provisions of the administrative provisions of this
chapter. NI B -

The other codes listed in Sections 101.4.1 through 101.4.7 and referenced elsewhere in this code
shall be considered as part of the requirements of this code as applicable.

5(e) Section 101.4.5, “Property Maintenance,” is repealed.
. é@+{f) Section 103, “Department of Building Safety,” is repealed and reenacted to read:
 Section 103 =

“Division of Building Safety” means the administrative unit established by the city manager or
the manager’s delegates, and the personnel assigned to the unit by the manager.

. €)(g) 104.8, “Liability,” is repealed and reenacted to read:
© Lisbility ‘

No employee of the city who enforces, attempts to enforce, or is authorized to enforce this code

- renders him or herself or the city liable to third parties for any damage or injury to the person or

“property of such third parties as a result of the enforcement or non-enforcement of this code. The
city assumes no duty of care by virtue of the adoption of this code. No person is justified in.
relying upon the approval of a plan, the results of an inspection, or the issnance of a certificate of
inspection or occupancy, and such approvals, inspections, and certificates are not a guarantee
that the plan or work so approved, inspected, or certificated in fact complies with all the

requirements of this code: It is the duty of the person owning, controlling, or constructing any
‘building or structure to insure that the work is done in accordance with the requirements of this

~ code, and it is such persons and not the city who are responsible for damages caused by negligent
breach of such duty. e R ' o L
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&3{h) Section 105.2, “Work exémpt from pemiit',” is repealed and reenacted to read:

105.2 Work Exempt from permit. Exemptions from the building permit requifeinents of this code
do not grant authorization for any work to be done in violation of the requirements of this code
or any other laws or ordinances of the city. Building permits shall not be required for the
following: o -

General:

1. One story detached non-conditioned buildings accessory to a residential structure and not
more than 80 square feet in area or ten feet in height and not being served by any electrical,
mechanical or plumbing fixtures or systems. B S

2.{Féf1¢es not over three feet high.

3. Retaining walls which are not over 3 feet in hei ght measured from the bottom of the footing to
" the top of the wall, unless supporting a surcharge or impounding Class I, II, or III-A liquids.

4, Sidewalks and ‘driv_ew'ays,nc.)t more than thirty inches above grade«and not over any basement :
or story below and which are not part of an accessible route. ‘ ' S

5. Painting, papering, tiling, éai'peting, cabi‘n_ets, cpuritertops, and similar ﬁjnish work.
- 6. Temporary motion picture, television, and theater stage sets and scenery. :

7. Prefabricatéd swimmiﬁg pobls accessc')ry to a Group R-3 occupancy which are less than 24
inches deep, do not exceed 5,000 gallons, and are instailed entirely above ground. -

8. Shade cloth structures constructed fOr'nuISerﬂ_y or agricultural purpdses and not including
s_ervi¢e systems. pieeels R S : R

9. Swings and other playground equipment accessory to detached one-and two-family dwellings.

10. Window awnings in G_roup‘ R and Group U occupancies supportédi entirely by an exterior |
‘wall and which do not project more than 54 inches from the exterior wall. '

- 11. Moveable cases, counters and partitions not over 5 feet 9 inchves‘ in height. '

' Electﬁcal:
Minor repair and maintenance wofk, including the replacement of lamps or the connection of
approved portable electrical equipment to approved permanently installed receptacles, radio and

television transmitting stations, temporary testing systems for the testing or servicing of
electrical systems or apparatus and those items in Article 90.2 (B) of the electrical code.
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Gas:
L Portable heatmg apphances

2. Replacement of any minor part that does not alter approval of equlpment or make such
equipment unsafe.

Mechanical:

1: Portable hedting appllance, portable cooling unit, portable evaporative cooler or portable
ventilation équipment. - ‘ ,

2. Steam, hot, or chilled water piping within any heatlng or coolmg equipment regulated by this
code.

3. Replacement of any part which does not alter an approval or hstmg or make any appliance or
equipment unsafe. _

4, Self contained refngeranon system containing ten pounds (4.54 kg) or less of refrigerant and
actuated by motors of one horsepower (746 W) or less. t ‘

- Plumbing;: -

1. The stopping of leaks in drains, water, soil; waste, or vent pipe provided, however, that if any
concealed trap, drain pipe, water, soil, waste or vent pipe becomes defective and it becomes
‘necessary to remove and replace the same with new material, such work shall be considered as
new work and a permit shall be obtained and inspection made as provrded in this code.

2. The clearing of stoppages or the repairing of leaks in pipes, valves, or fixtures, and the
replacement of water closets, provided such repairs do not involve or require the replacement or
rearrangement of valves or plpCS

QLLA paragraph 18 added to Sectron 105 3 1 “Actlon on apphcatlon *to read:': S

No bu11d1ng perrnxt shall be 1ssued untll approved by every department of the c1ty ot Boulder
County that has applicable regulations, including, without hmltatton, the followmg departments:
building, flood, control, utilities, wastewater, health, fire, engineering, zoning, planning, parks,
and city clerk.

{k}Q):Secnon 105.3.2, “Tlme lln'utatlon of apphcatlon,” is repealed and reenacted to read

T (1 05 32 Tlme hmltatlon of apphca‘uon An appltcatlon for a permlt for any proposed work shall
be deemed to have been abandoned one hundred eighty days after the date of filing unless the
permit has been issued; except that the bu11d1ng official is authorized to grant not more than two
extensions of time for additional periods not exceedmg ninety days each. The extension shall be
requested in writing before the expiration date and justifiable cause demonstrated.
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&-(k) Section 103.5, “Expiration,” is repealed and reenacted to read:

Section 105.5 Expiration. Every permit issued by the building official under the provisions of
this code shall expire by limitation and become null and void if the building or work authorized
by such permit is not completed and approved for occupancy within three years from the date the
permit was issued. Separate permits granting authorization to install, repair, energize, or use any
electrical, mechanical or plumbing fixture, system or equipment shall expire twelve months after
issuance, at which time a new permit will be required. In order to renew an expired permit, the
applicant shall submit a new permit application with the required submittal documents - ‘
demonstrating compliance to the code in effect at the time the new application is received. Work
that was authorized, completed and approved under the previous permit may be considered as .
" meeting current codes if the expiration period is not more than one year and all systems,
equipment and structural elements have been adequately protected from the weather. The permit
fee may be prorated based on the amount of work completed and approved under the previous
permit. The plan review fee shall be paid in full based on the current fee schedule. '

@n)-(1) Section 106.1, “Submittal Documents,” is repealed and reenacted to‘read:
106.1 Submittal Documents, An applicant for a building permit shall submit a minimum of two
sets of plans and specifications with each application when required by the building official for -

-enforcement of any provisions of this code.

(1) An architect registered in the State of Colorado shall _preﬁare the plans and speciﬁcatiqné for
and observe the construction of all buildings except for the following: - I :

' (a) Detached dwellings intended solely for private use, occupancy, or resale, including accessory
- buildings commonly associated with the same; . e S
() Farm buildings and buildings for ‘thé'marketinvg,‘ storage, or processing of farm produ_cfs; -

() Minor additions, alterations, or repairs to the foregoing buildings that do not cause the ‘
‘completed buildings to exceed the applicable limitations herein set forth; or :

(d) Non-structural alterations of any nature to any building, if such alterations do not affect _thé
safety of the building. - , . S

(2) Drawings and specifications for foiotings and foun_dationé shall bear the seal and signature of
a professional engineer or architect registered in Colorado and be designed as specified in -
chapter 18 of the building code for all occupancies except those classified as R-3 and U, which
shall be designed as specified in Chapter 4 of the residential code. ‘
Exceptions:

(a) Detached structures not intended for human occupancy;

(b) Additions to existing detached dwellings not eXCéeding 150 square feet.
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)-(m) Section 108.3, “Bﬁilﬁiﬁ‘g‘ permit valuations,” is repealed and reenacted to read: -

108.3 Building pénnit-valuafion. Fees for peﬁhits shall be as "s'et‘_'fbifch in Chapter 4-20, B.R.C.
- 1981, and the valuation for buildings shall be determined by the City of Boulder Valuation Data
.. Table for Building Permit fees. . o ;

.. {e){n) Section 112, “Board of Apjjééls,” is repealed and reenacted to read: -
T Sectioh‘ 112 Appeals and Advisory Opinioné.__ .

(a) A person refused a building permit or refused approval of work done under a permit on the
-, grounds that the proposed or completed construction fails to comply with this code or any other
. city building code other than the fire code may appeal the decision to the board of zoning -
adjustment and building appeals on the ground that: o

1. The denial was based on an erroneous interpretation of such code by the city manager;

2. The city manager has erroneously failed to approve an alternate material or method pursuant
to Section 104.11 prior to its installation or use. In determining such an appeal the board shall
apply the standards of Section 104.11, but the board shall have no jurisdiction to consider if a
material or method expressly prohibited by this code is an acceptable alternative; or - ‘

,3."The’city manager has erroneously failed to grant a modification pursuant to Section 10410
prior to its installation. In determining such an appeal the board shall apply the standards of

- . Section 104.10. . .

The city manager has the burden of proof under paragraph 1. The appellant has the burden of
proof on appeals brought pursuant to paragraphs 2 and 3. The board shall determine the appeal
and decide whether the city manager’s interpretation or application of such code was correct or
in error at a hearing under the procedures described by Chapter 1-3, “Quasi-Judicial Hearings,”
B.R.C. 1981. ‘ . o | '

- (b) Any person whose building permit has been suspended or revoked may appeal such action by
the city manager to the board of building appeals on the ground that the suspension or revocation
was based on an error in fact or an erroneous application of this code to the facts. The city

. manager has the burden of proving the facts upon which the manager relies at such a hearing.

. () An applicant for an appeal to the board of appeals shall pay the fee prescribed by Section 4-
20-47, “Zoning Adjustment and Building Appeals Filing Fees,” B.R.C. 1981.

(d) The city manager may apply to the board of appeals, without fee, for an advisory opinion

concerning alternative methods, applicability of specific requirements, approval of equipment

and materials, and granting of special permission as contemplated in Sections 104.10 or 104.11

of the Building Code. B o S
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(e) The board of bulldmg appeals has no authority to interpret Chapter 1 (the administrative
requirements) and Chapter 34 of this code except as expressly provided in this section, nor,
because this code sets minimum standards, to waive any requ1rement of this code.

(p}{gLSection 113, “Violations,” is repealed and reenacted to read:

Vlolatlons

Section 113. No person shall pg_f_q__,%erect construct, enlarge, alter, repair, move,
improve, remove, convert or demolish, equip, use, occupy, or maintain any building or stmcture
in the city or cause or permit the same to be done, contrary to or in violation of any of the
provisions of the building code. Violations of the building code are pumshable as prov1ded in
Sectlon 5-2-4, “General Penalties,” B.R.C. 1981 :
(q}gg):'Ihe deﬁmtlon of “Building Ofﬁmal” in Section 202 is repealed and

and reenacted to read

», BUILDING OFFICIAL is the city manager

@-{gLSecuon 202, “Deﬁmtlons 718 amended by the add1t10n of the fol]owmg new. deﬁm’uon

PERMIT ISSUANCE is the date that the approved bu1ld1ng permit is pa1d for and recelved back. ,
from the city manager by the apphcant ora representatwe of the apphcant ’

Q A paragraph is added to Sectlon (F) 903 2 “Where requlred ” to read

The maximum ﬁre area w1thout an automatlc spnnkler system shall be determmed by Sectlon
903 1 of the fire code.

| s) Section 1007.3. “Exit Stairways”, is repeal reena

1007.3 Exit Stairways. In order to be considered part of an a gggggiglg means of egress, an exit

stairway shall have a clear width of 48 inches (1219 mm) minimum between handrails and shall
ither incorporate an f ithin an enl r-level landin hall be accessed

fr_em ither an area of mplving with Section 1007.6 or izontal exit.
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. fr t ru1rformke 1 seatlaras ml & with
Section 1025.6,2.
7._The areas of refuge are not required in Group R-2 occupancies.

a)-(t) Section 1505.1, “General,” is repealed and reenacted to read:

1505.1 General. All roof assemblies and roof coverings required to be listed by this section shall
be tested in accordance with ASTM Standard E 108 or UL Standard 790. Class A roofs and the
exceptions noted in 1505.3 for class B roofs as described in this chapter 15 are the only roof
assemblies and roof coverings allowed to be installed on any new or existing building within the
- city of Boulder. Wood shakes, wood shingles and wood roof covering materials are prohibited
except as provided in Section 10-5-5, "Wood Roof Covering Materials Prohibited,” B.R.C. 1981,
for certain m1mmal repalrs

MQ):Secnon 1608.1, “General,” is repealed and reenacted to read:

1608.1 General, The minimum roof snow load shall be thirty pounds per square foot, but the
- de81gn roof load shall not be less than that determmed by Sectlon 1607.

o ‘(w)-LLSectlon 1609 3 1 “Wind Speed conversion,” is repealed and reenacted to read

1609.3.1 Wind velocmes In Table 1609 3 1, the three second gust wmd speed for the c1ty shall
“be 110 miles per hour.

eH(w) Sections 1612.3, 1612.4, and 1612.5 are repealed.
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¥ - 1 Includes guard rails, short walls, room dividers, etc. Guard rails shall have a minimum
~ thickness of twelve inches. S ' .

2 Includes parapets, patio walls, etc.

Section 9706. Energy Requirement. All methods df wall insulation shall comply with the |
manufacturer’s recommendations. The building shall meet all applicable energy codes.
ALLOWABLE SHEAR ON BOLTS FOR EARTHEN MASONRY UNITS
. - TEmbed rches | E i o
) _ o : v e
, ‘ | , o
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MAXIMUM ALLOWABLE OPENING IN EARTHEN MASONRY

BEARING WALLS CONTAINING TREATED WOOD LINTELS
3 ] 4 9
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~ @Bb)}(x) A new chapter 99 is added to the Building Code to read:
CHAPTER 99, FENCES AND WALLS.
\Sectlon 9901. Deﬁmtlons

(1) As used herem, the term “wall” means a free standmg structure such as a fence or retammg
wall.

(2) As used herein and in Section 9-3.3-6, “Fences, Hedges, and Walls,” B.R.C. 1981, the term
“finished grade” means the top surfaces of lawns, walks, drives, or other improved surfaces after

completion of construction or gradmg operatlons but not mcludmg vegetatlon growmg on the
surface. Lo :

(3) For purposes of determining the maximum height allowable for any fence or wall other than
wind load height as specified in subsection (4) of this section, refer to Sectlon 9 3. 3-6 “Fences,
Hedgcs and Walls,” B.R.C. 1981, and the d1agram below 3 :

[SPACE FOR DLAGRAM HERE] B. R C.9-9- 15 gcg

I

4) For purposes of deterrmmng wmd load de31gn in the case of a fence erected above a reta1n1ng
“wall, the height of such fence means the distance. from the top of the retaining wall to the top of
the fence, as illustrated in the figure below:

[SPACE FOR DIAGRAM HERE] B.R.C. 9-9-15 (¢)
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5) Nothmg in this section is intended to prohibit the installation ofa guardrail for safety
purposes which otherw1se conforms to the requlrements of this code.

Section 9902. All fences and walls hereafter mstalled in the cn:y shall comply with Section 9- 3 3.
6, “Fences, Hedges, and Walls,” B. R.C. 1981, and the following prowsmns '

:(l) All fences and walls thlrty-s1x inches high and lower shall have a2 wind load design of ten o
pounds per square foot or shall conform to paragraph (3) of this section.

| (2) All fences and walls thlrty-seven through eighty-four inches high shall have a wind load
des1gn of twenty pounds per square foot or shall conform to paragraph (3) of this section. -

(3) As an alternative to the requirements of paragraphs (1) or (2), a wood fence that does not
exceed seven feet in height may be 1nsta11ed if the followmg requlrements are met: '

(a) All posts shall be at least four inch by four inch timber or - two inch Schedule 40 plpe and shall
be set at least twenty-four inches in the ground in concrete, :

SR (b) All wood below grade shall be cedar, redwood or penta pressure treated ﬁr, ‘

(c) Post spacing shall be arranged so that the area of the fence between posts does not exceed 30
square feet : -

(d) Wood fencmg more than fifty percent open may exceed the 30 square foot post spacmg
requlrements if designed for a ten pound wind load.

(4) Cham link fences On all chain link fences, the fence posts shall be at least one and one-half
ch dlameter pipe, and shall be set at least twenty-four 1nches in the ground in concrete

(5) For the purpose of mmnmzmg trafﬁc hazards at street intersections by improving v1srb1hty

" for converging vehicles, obstructions higher than thirty inches above the adjacent top or curb
elevation are not permitted to be planted, placed, or erected on any corner lot within the
triangular portion of land designated as “Restricted Area” in the ﬁgure below or on the adjacent -
nght of way: : ‘

[SPACE FOR DIAGRAM HERE]
6) Where permltted fences exceedmg seven feet in height shall conform to the zonmg
requirements for accessory structures.

10-5-3 Adoption of Uniform Code for Abatement of Dangerous Buildings with'MOdiﬁcations,

The 1997 edition of the Uniform Code for the Abatement of Dangerous Buildings of the -

International Conference of Building Officials is hereby adopted by reference as the City of

 Boulder’s Abatement Code and has the same force and effect as though fully set forth in this
chapter, except as specifically amended by the provisions of this section set forth below:
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(a) Section 201.3, “Right of Entry,” is repealed and reenacted toread:* + "
Section 201.3 Right of Entry.

(1) Whenever the city manager has probable cause to believe that there exists in any building or
upon any premises any condition or code violation which makes such building or premises
* unsafe, dangerous, or hazardous, and the manager determines that an inspection of the property
is necessary to discover the extent of the hazard and to order the appropriate corrections, the -
manager shall request entry from the occupants or, if the building is unoccupied, from the owner
or any other person having charge or control over the building o premises. If entry is refused, or
if the manager is unable, after making reasonable efforts, to locate a person responsible for an
unoccupied building, or such person does not respond to the manager’s request, the manager
shall apply to a judge of the municipal court for an inspection warrant pursuant to Subsection 2-
6-3(e), B.R.C. 1981. R ‘ - S

© (2) In cases of emergency where there is imminent danger of injury to any person or of damage
to property of another, the manager may enter any property to make any necessary inspections
under this code or to take any other action authorized by this code without permission or warrant.

(b) Section 203, “Violations,” is repealed and reenacted to read: |
Violations

Section 203. (1) No person shall erect, cotistruct, enlarge, alter, repair, move, improve, remove,
convert or demolish, equip, use, occupy or maintain-any building or structure or cause or permit
~ the same to be done in violation of the Code for Abatement of Dangerous Buildings. (2) No

-~ owiier and no person having charge or control over any building or premises shall fail to comply
with any order issued to such person under the Code for Abatement of Dangerous Buildinigs:

(0 Section 205.1, “Board of Appeals,” is ‘re‘péalcd and reenacted to read:
Appeals e
Section 205.1.

() The record owner of a building or the owner’s authorized agent or any person with any other
legal interest in the building may appeal any order issued pursuant to Section 401.2 to the board
of building appeals on the ground that such order was based on an erroneous interpretation or
application of this or any other city code by the city manager. The city manager has the burden
of proof in such an appeal. The board shall determine whether the city managet’s interpretation
or application 6f such code was correct or in error at a hearing under the procedures described by
Chapter 1-3, “Quasi-Judicial Hearings,” B.R.C. 1981.

[SPACE FOR DIAGRAM HERE] (b) An applicant for an appeal.to the board of building -
“appeals shall pay the fee prescribed by Section 4-20-47, “Zoning Adjustment and Building
Appeals Filing Fees,” B.R.C. 1981. v Co e e e
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(c) The board of building appeals has no authonty to interpret the administrative provrslons of
this code nor may the board waive any requirement of this code.

 (d) The deﬁnition of f‘housing code” in Section_‘301, “General,” is repealed and reenacted to

read

HOUSING CODE means Chapter 10-2, “Housrng Code ”B.R. C 1981.

v (e) The 1ntroductory paragraph of Section 302 “Dangerous Bu11d1ng,” is repealed and reenacted

to read

For the purposes of this code, any buﬂdmg or structure which has any or all of the condltrons or
: defects heremaﬁer described shall be deemed to be a dangerous building,

_ (f) Paragraphs 4 and 5of Sectlon 401 2, “Notlce and Order,” and Sections 401 4 and 401 5 are
‘repealed and reenacted to read _

4, Statements advising that 1f any required repair or demolition work (without vacation also

' bemg requrred) is not commenced wrthm the time specified, the mty manager

(D will order the bu11d1ng vacated and posted to prevent further occupancy unt11 the work is
‘ completed ‘ : ‘

- (1D may proceed to cause the work to be done and charge the costs thereof agamst the property
or its owner pursuant to Section 2- 2-12, “City Manager May Certify Taxes, Charges, and
’ Assessments to County Treasurer for Collection,” B.R. C 1981; and

(III) may cause a summons and- complaint to be served upon the property owner or any person. -
having charge or control over the building or premrses for failure to make requlred repalrs or
demohtlon within the t1me specified. : :

© 3. Statements advising:

(1) that any person having any record title or legal interest in the building may appeal from the

notice and order or any action of the city manager to the board of building appeals, provided the
appeal is made in writing as provided in this code and filed with the city manager within ten days

~ from the date of service of such notrce and order and

(II) that failure to appeal Wlll constltute a waiver of all right to an administrative heanng and
deterrmnatlon of the matter. -

401.4 The method of service shall be as prescrrbed in Section 1- 3 3, “Notlce of Agency Action,”
B.R.C. 1981. : .

'(g) The final paragraph of Section 501.1 is repealed.
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(1) Chapter 6, “Procedure for Conduct of Hearing Appeals,” is repealed and reenacted to read:
Chapter 6

Appeal Procedure. Appeals shall be heard pursuant to Sectlon 1 3-5, “Hearmgs and
Determinations,” B. R C. 1981

(D. Sectlon 801.2, “Costs,’f is repealed and reenacted to read

The cost of such work plus twenty percent for admrmstratlve overhead shall be billed to the
~ record owner of the property, and if not paid within thirty days of billing may be collected

"pursuant to Section 2-2-12, “City Manager May Certlfy Taxes, Charges and Assessments to
County Treasurer for Collection,” B.R.C."1981. - A

(i) Chapter 9, “Recovery of Cost of Repair or Demolition,” is repealed.
10-5-4 Building Permlt Fees. Lo

Building permit fees are those prescnbed by Subsection 4-20-4(c), B R.C. 1981 Fees for other
permits issued pursuant to this chapter and charges for services are those prescribed by
Subsection 4-20-4(d), B.R.C. 1981.

10—5—5 Wood Roof Covermg Materlals Prohrblted

(a) No person shall mstall or cause to be installed any wood roof covering materials, 1nc1udmg,
- without limitation, wood shakes or wood shingles. This prohlbrtron includes wood roof cevermg
| Lmatenals w1th ﬂre retardant treatments of any k1nd

(b) It shall be a speelﬁc defense to a charge of violation of subsectlon (a) of thls section that the

‘wood roof covering materials were installed before January 1, 2014, to repair portions of an
existing wood roof, that the repair wood roof covering materials were factory pressure treated so
as to be fire retardant and are approved as meeting Class B standards in accordance with Section
1501.1 of the building code, and that the wood roof covering materials were installed in a

. quantity not exceedmg ﬁfty percent of the roof surface n any three—hundred-srxty-ﬁve-day
'perrod ‘ : :

(¢) No person owning a building with wood roof c0Venng materials shall fail to remove or cause
to be removed from the building all wood roof covering materials before January 1, 2014, and to
replace the removed roofing with approved roof covering materials which conform to the
International Building Code as adopted, and no person shall thereafter take possession or

o ‘v'ownershlp ofa bulldmg w1th wood roof covermg matena]s o

(d) The following additional definition applies to thls section and to Chapter 15 of the bu11d1ng
code:
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““Wood roof covering material” means an exterior surface material used as a top covering and
made of wood. “Wood,” for the purposes of this definition, means any natural or composite
material containing at least fifty percent wood by volume.

Chapter 10-5.5 Residential Building Code
Adopted by Ordinance No. 7304.
10-5.5-1 Legislative Intent.

The purpose of this chapter is to protect the public health, and-safety, Qg general welfare by
regulatingthe construction, alterationsrepair-wreekingand-moving-ofresides ial-stractures-in
nt, rer

the-city; movement, enlargement, r¢) repair, equipment, Use and occupancy,

=3 - -

AR Thes =

ee_storie l'g:" ‘_'j Wih CL ale means CEICSS, alldl Cl1 a
structures. The city council hereby adopts the 2003-2006 edition of the International Residential
Code with certain amendments thereto found to be in the best interests of the city. -

dl ¢

11‘)—5.5-2,Ad0p‘t‘_i,on‘ of the Ihfernational Residential Code with Mo‘di_ficaﬁbns.

(a) The 2003-2006 edition of the International Residential Code of the International Code

Council is hereby adopted by reference as the City of Boulder Residential Building Code and has
the same force and effect as though fully set forth in this chapter, except as specifically amended -
by the provisions of this chapter. - SRR o o

v (b) The ‘Ap‘pendix chapters D, E; G, H,J,ardK,and O and sections COnfain_ed therein are
(c)'_"Sectibn R101.1 “Title” is repealed and reenacted to read:

R101.1 Title. These provisions shall be known as the Residential Code of the City of Boulder or
residential code and shall be cited as such and will be referred to herein as “this-code”.

on-ta Q 0 R 10 O e el
g1y CoP e TTepPoOnoa:

. {e){d) Sections R102 through R114 are repealed. This' code shall be administered in accordance
with Chapter 1, “Administration,” of the International Building Code as adopted, with .

amendments, by Section 10-5-2, “Adoption of International Building Code With Modifications,”

B.R.C. 1981. ‘ T o

¢-{e) The climatic and geographic design criteria applicable to Table R301.2 (1).are:

Roof.Ground Snow Load = thirty pounds per square foot with a minimum Roof Snow Load of
30 pounds per square foot. . ’ » - L -

Three second wind gust Veloéity =110 MPH
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Selsmlc Demgn Category =B o
Weathering = severe

Frost line depth = 32 inches

 Termite = slight

Decay = none to slight

| Wmter Design Temp 2 degrees Fahrenhe1t

_Ice shield-barrier underlayment rgguxreg = NO

2.1

an al

(g) Sectlon R902 1 “Roof covermg matenals,” s repealed and reenacted to read

R902.1. Roof covering materials. All roof covenng matenals shall be 11sted as Class A as tested
in accordance with UL Standard 790 or ASTM Standard E 108. Roof assemblies with covering
of brick, masonry, slate, clay or concrete roof tile, exposed concrete roof deck, ferrous or copper
shlngles or sheets and metal sheets and shingles, shall be considered Class A roof covenngs
Unless otherwi ified in this section, roof coverings shall be installed to resis th o

cordance with table R301.2 (3), e i

| w(h) Sectlon R905. 7 “Wood shlngles,” is repealed and reenacted to read

WR905 7. Wood shmgles Wood shakes, wood shmgles and wood roof. covenng matenals are
prohibited except as provided in Section 10-5-5, “Wood Roof Covering Materials Prohibited,”
BR.C. 1981 for certaln m1n1mal repalrs B

‘_ (1) Sectlon R905.8, “Wood shakes s repealed and reenacted to read

R905.8. Wood shakes. Wood shakes, wood shmgles and Wood roof covering matenals are

prohibited except as provided in Section 10-5-5, “Wood Roof Covenng Matenals Prohlblted ?
B.R.C. 1981, for certain minimal repairs. . s : _
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(§) Chapter 11, “Energy Efﬁ01ency”—15-repee£l-ed

Sections N1101 through N1103 are repealed A new Section Nl 101 is added to read:

oints”, B.R.C. 1981.

_ﬂg Section M1501.1 “Outdoor dlscharge” is amended by addmg “at a pomt where it wﬂl not .
create a nulsance” to the ﬁrst sentence to read :

The air removed by every mechanlcal exhaust system shall be dlscharged to the outdoors at a
' pomt where it will not create a nuisance. : : : :

1) A new sentence is added to item 2 of Sect1on M1601 1 1, “Above-ground duct systems
*to read: :

Flexible air duct shall not exceed 7 feet in length and flexible connectors are hmlted to toilet
rooms and bathroom exhaust systems only. :

(m) A new sentence is added to Section M1602.1, “Return air,” to read:
Wlthm 1nd1v1dua1 dwelling units there shall be at least one return air openmg on each floor.

(e){:):Exceptlons 2, 3, and 4 to Section G2406.2, “Prohibited locations,” are repealed gr_ld ’
exce is amended by adding “thermally isolated” to the fir nce to rea
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r A new sentence is added to Section G2407.6, “Outdoor combustion air,” to read:

* The room in which the appliances are receiving outdoor combistion air must be thermally
isolated from the conditioned space of the: dwelhng unit or such outdoor air must be condmoned
prior to entering the dwelling unit or room in which the appliance served, is located.

(p) G2415.4 is repealed and reenacted to read:

‘(32415 4 Piping through fi ion wall. iping shall enter the building al ovew ode
hroug foun 'nwallb'l in ctur .

(q) Sectlon G2415.9, “Mnurnum bunal depth,” is repealed and reenacted to read

G2415.9 Minimum burial depth Underground plplng systems shall be 1nsta11ed at 2 minimum
depth of 12 inches below grade for metallic piping and a minimum depth of 18 inches for non-
metallic piping. Where such depths cannot be obtained, equivalent protectlon must be prowded
by other means approved by the building official.

(1) Section G2415.9.1 is repeal

(s) Sectron G2417 4 1, “Test pressure ”is repealed and reenacted to read

G2417. 4 1. Test pressure. The test pressure to be used shall be no less than 1% tlmes the
| proposed max1mum working pressure but not less than 10 psig.

(t) Section G2432.1, “Decorative apphances for installation in ﬁreplaces,” 18 amended by addlng
. amew item 2432 1. 2 to read

62432 1.2. W1thm a vented ﬁreplace the damper must be removed or welded open and glass
_doors 1nstalled over the ﬁreplace openmg

(u) Sectron G2434.1, “Vented gas ﬁreplaces, is amended by addlng anew 1tern 62434 1 1 fo
read:

G2434 L. 1 Vented gas ﬁreplaces shall be provrded w1th outsrde combustlon a1r gd g!ass door

(v) Section 62435 1, “Vented gas ﬁreplace heaters 7 is amended by addlng anew 1tem
G2435. 1 1 to read: : ‘ S :

G2435.1. 1. Vented gas ﬁreplace heaters shall be provided with outside eombu’stion" a1r o

(w) Section G2445.4, “Prohibited locations,” is repealed and reenacted to read:
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These appliances shall not be used in bedrooms or rooms readily used for sleeping purposes.
ecti 03.6 “Water- ly sys ing.” i ended by deletin words “for
ipin s h ic” in the first paragraph. o

" (v) Section P2603.6.1 is deleted in its entirety.

yA i )

P204.5.” is repealed.

(a2) Section P2904.5 is amended by adding a new paragraph to read: R

Water service line pipe between the water meter and building shall be Type K copper if it is in
" - -——— : . 1. 4 ¢1~ --.A t}l - ) . -_>‘ .‘ -‘ |

(bb) Section P3103.1 “Roof extensions” is amended to read: e _
Open vent pipes that extend through a roof shall be terminated at least 12 inches (305 mm) above
the roof on the high side of the vent, except that where a roof is to be used for any other purpose

' oghg than weather protection, the vent extension shall run at least 7 feet (2138 mm) above the

roof.

ion E35 2. “Service Dis t Location”. A new sentenc i to the en
read: Service entrance conductors shall not exceed ten feet maximum developed length unspliced

between the meter housing and the main disconnect. This allows the service entrance cgng_g_tors‘

run within the buildin to ten fi to terminate at isconnecting means.

| dd sentence of secti 8.1.1.1, congerning metal un water i'easb .

groun nding electrode system, is repealed and reenacted to read:

(ff) Section E3901 .6”Ag.gesg” 5 ‘fhg last sentence is rggealed and :eenaqted to read.
Thev shall be so installed that the center of the grip of the operating handle of the switch or -
‘circuit breaker, when in its hi sition. will not be more than six feet seven inches nor less

than three feet above the floor or working platform if within a building, or exterior grade or a
working platform if on the exterior of a building. : E
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Sectio AJ1024.is end to 1 d:

@)@1 Section AK102.1, “Airbome Sound,” is amended to read:

Alrbome sound insulations for wall and floor-ceiling assembhes shall meet a Sound
Transmlssmn Class ratlng 50 when tested in accordance w1th ASTM Standard E 90 I_Zenegglgn
fi _

space shall be tight fitting to the frame and sill.
- (i) Section AK103.1, “Structural-Borne Sound,” is amended to read:
Floor/ceiling assemblies between dwelling units or between a dwelling unit and a public or |
service area within a structure shall have an impact insulation class (IIC) rating of not less than
50 when tested in accordance with ASTM Standard E 492.
tion AQ101.1, The words “and for subsurface landscz n” are repealed, and a

entence is a« to nd of the exceptio read: ,
Such systems shall siened as required by the Boulder County Health Department.

() FigureAO101.1 (2) is repealed.
(1) Section AO103 is repealed in its en;irgtg
Chapter 10—6 Electrlcal Code

, Adopted by Ordinance No 4636. Amended by Ordinance Nos. 4710 73 04. Derwed from

10-6-1 Leglslatlve Intent.

The purpose of this chapter is to protect the public health and safety by regulating the
installation, alteration, or repair of or addition to electrical conductors or equipment installed
within or on any structure in the city. The city council hereby adopts the 2002-2005 edition of the
National Electrical Code with certain amendments and deletlons thereto found to be in the best
lnterests of the residents of the city. ‘ S
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10-6-2 Adoption of the‘Naﬁonal Electrical Code with Modifications.

(a) The 2002-, _Liedltlon of the National Electrzcal Code of the National Fire Protection
Association is hereby adopted by reference as the City of Boulder Electrical Code or electrical

~ code and has the same force and effect as though fully set forth in this chapter, except as
spemﬁcally amended by the provisions of this chapter. .

(b) Artlcle 89-29_1s repealed Thls code shall be admnustcred in accordance w1th Ghap%ef—l-

gction—4 Adephon-otlintemnationar-Buhaing g t-Meodieations ,,', @
2006 International Code Council E;g_cgggl Code (ICCEC) with the deletion of ICCEC Section

1202.2 Nonm tallic-sheathe: 1

L -(d}-ggLSubsection'Zl 0—7d(a)3 is repealed.and reenacted to read:

(3) Storage or Equlpmcnt Spaces. For attics, underﬂoor spaces, utlhty rooms and basements, at
least one lighting outlet controlled by a wall switch shall be installed where these spaces are used
- for storage or contain equipment requiring servicing. The control wall switch shall be located at o
“the usual point of entry to such space. The llghtmg outlet shall be prov1ded at or near the
) eqmpment requiring serv1c1ng -

o '{e}{g):’l‘he ﬁrst sentence of Sectlon 230 2, “Number of Serv1ces ”is repealcd and reenacted to
read : _ . _

_230 2. Number of Services. A bu1]d1ng or other structure shall be supphed by only one service
unless permitted in 230.2(A) through (D) and approved prior to perm1t issuance or pnor to the
~ start of any electncal work indicated on the penmt
(—B-Lg):A new item 3 is added to Sectlon 230.2(B), Special Occupanc:les to read:
(3) Flre areas separated by a minimum two hour fire wall as deﬁncd by thc bulldmg code may be ‘
‘considered as separate buildings for the purpose of calculatmg the number of servmes if
‘ approved by the building ofﬁc1a1 '

(g)ﬁA new item 4 is added to Section 230.2(C), Capac1ty Requlrements toread:

(4) Where the existing serv1ce is being used to capacity and has been properly maintained.

@) Subsection 230- 40, concerning the number of service-entrance conductor sets, is amended
by deletmg exceptions 3 and 4. ’ : :
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G){h) Subsection 230-70(a), concerning the location of service equipment disconnecting means,
is repealed and reenacted to read

:(a) Location. The service dlsconnectmg means shall be mstalled at a readily accessible location
either immediately adjacent to or attached to the outside of a building or structure, or inside
nearest the point of entrance of the service conductors. : :

* (1) Service entrance conductors shall not exceed ten feet maximum developed length: unsphced
_ between the meter housing and the main disconnect. This allows the service entrance conductors
to run within the building up to ten feet and to terminate at the disconnecting means.

(2) Electrical rooms contammg building main dlsconnects located within a structure shall be
located near the point of service entrance and on the exterior wall with a door leading directly
outside. The door shall be 1dent1ﬁed with three 1nch high lettenng stating “Electncal Equlpment
Room.”

' e-)—QSectlon 250-742 250.146, concerning connecting receptacle grounding terminal to box, is
amended by the deleting exceptions1;2-and-3-items (A), (B) and (C).

-Ge}ﬂ):’lhe last sentence of the first paragraph of Subsection 250.53(D)2, concerning metal . |
underground water pipe as a groundmg electrode system, is repealed and reenacted to read

The supplemental electrode shall be permltted to be bonded to the groundmg electrode
conductor, the grounded service-entrance conductor, the grounded service raceway, or any |
grounded service enclosure by means of a-separate grounding electrode conductor

A %Sectlon 310.12(C) is amended by specifying the colors of ungrounded conductors to be
"‘black, red, blue for 120/208:volt systems and brown, orange, yellow-for 277/480 volt. systems

2 Multifamil dwellin i to be of types II, 111, V construction e)ec { as
prohibited in 334.12. B A NN

: (m) The ﬁrst sentence of Sectlon 334 10(3) is amended to read

(3) Other structures perm1tted to be of Types IIB,IIIB, IVB and VB: constructmn of 10, 000
square feet or less -

(n) The last sentence of the introductory portlon of Subsect1on 404, 8 concermng the locatlon of
switches, is repealed and reenacted to read: » :

- They shall be so instatled that the center of the grip of the operatlng handle of the switch or -
circuit breaker, when in its highest position, will not be more than six feet seven inches nor less
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“than three feet above the floor or working platform if within a Building, or exterior grade ora

working platform if on the exterior of a building. - DU

" (0) Subsection 517-13(A), concerning grounding of receptacles and fixed electric equipment in

patient care areas, is amended by adding a sentence 1o read:

Receptacles and electrical outlets within examining rooms, treatment rooms, and similar areas
where the patient may come in contact with electrical devices in these rooms shall be listed

‘hospital grade and identified as such.

(p) Subsection 518-4(B), concerning Non-rated-Construction, is repealed and reenacted to read:

B) Non-rated Construction. Non-metallic-s’héathed cable, Type AC cable, cIectﬁcal non}- ,
metallic tubing, and rigid non-metallic conduit shall be permitted to be installed in buildings or

~ portions of buildings of non-rated types of construction in accordance with section 334.10(3).

() Subsection 680.73, “Accessibility,” is amended by adding the following: Equipment shall be
accessed by a panel with a minitmum size of twelve inches by twelve 'inchesQ\ - -

overcurrent at their source on roofs with a slope of 4 inches of rise in 12 inches of run or less
slope. (2) Rooftop mounted solar array systems whose source conductor circuits are entering the
building are to be protected against overcurrent at their source but no more than 900 mm (3 feet)

from the roof eave on roof wig a slope of mdg_  than 4 inches of rise in 12 inches of run.

. '1_0f6—3 Electrical Permit Fees,

- Electrical permit fees are those prescribed by Subsection 4-20-8(a), B.R.C. 1981.

Chapter 10-7 Ene‘rgy Conservation and Insulatioh'Code

- Adopted by Ordinance No. 4636. Amended by Ordinance Nos. 4984, 5850, 7233. Derived from
Ordinance Nos. 4236, 4503. Repealed and reenacted by Ordinance No. 7141.

10-7-1 Legislative Intent.

The purpose of this chapter is to protect the public health, safety, and welfare by encouraging the
conservation of scarce energy resources through the regulation of building construction standards
to minimize energy consumption for heating, cooling, lighting, and ventilating structures in the

i sorating passive-selarheating utilizing green building
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10-7-2 Energy Conservation Code. ¢

() Council adopts by reference the 2006 International Energy' Consefvétibr; Code of tﬁe :
International Code Council with the amendments specified below. This chapter shall be
administered in accordance with and as part of Chapter 10-5, “Building Code,” B.R.C. 1981.
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Section 101.4.3 Additions, alterat

to the exceptions to read as follows:

revious
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tel 7.5 “Green ] Pomts” BRC 19 lasa 11 1

" () Excention 3 of section 101.4.3 is repealed and reenacted as follows:

3.1. For an interior remodel of a rggiggntial @g ure, where the gg;k authorized by a building
i er Ch 10-5, ¢ in C ” B. 1981 ore th 0 squ
TP vew— - e - ities € o dur

- spaces are insulated to their fullest depth, but no less th@ R-38 wherever possible. All v
- repla nt fenest 1nshallm res Ie u1r fT 4 llor4 1.
h tthe Tes ive r nts of Table 4 2. I 1or4 for chmat Zon wh VEr

ible. Th isions of se »n402 hall apply. =

“Building "B.R.C. 1981 does no more th are feet. buildin
1 s shall m r vision: Table 402.1.1 4 2. 1 licable -
i .B.R.C.1981.Th ‘ 402.

33 R Is of non-r s1d ntial es wher th rk uthon'z ’ building permit

feet. -‘ |

(d) Section 103.1.1 is repealed and reenacted as follows:

Section 103.1.1 Abgve Code Programs. Except for those residential structures and portions of

structures exempt from this code, the requirements of Chapter 10-7-5 “Green Points”, BR.C.

1981 shall be used t T mpliance with | efficiency components of this
e , : _

(e) SECTION 104. 1 is reggaled and regnacted to read as follows:

104.2 General. i ments and other su hall be submitted in one or

re sets wi each applicati rmit. The constru th d designs submitted
under the provisions of this chapter shall be prepared by and bear the stamp of a Colorado
li rofessional engineer or architect. Documen mi r f section 404
and 50 1 i lorado licensed engineer, archit ional who
demons 1 experience to perform su lations. Where special

itions exist, the code official is authorized to require additional construction nts t

be prepared by a licensed grofessignal.

K plbido-7566.179.doc _ . 40



2 to obtain compliar ThlSWV itv does not apply to d ts required to be
repared by a licensed architect or engineer. : , o

- Th lican rovi ime of final inspection of mmerll 111nwr1 n

provisions of Chapter 5.
(-h)igl Section 202, the definition of “Code Official” is repealed and reenacted to read:

~ Code official is the city manager.
Chapter 8 Flre Prevention Code

- Adopted by Ordinance No. 5493 Amended by Ordinance No. 7304. Derived from Ordinance
- Nos. 3798, 4154, 4485, 4636, 4680, 4799, 4946, 4967, 4969, 5029, 5125, 5194, 5245, 5271,
E 5382

10-8-1 Legislative Intent.

The purpose of this chapter is to protect public health and safety by regulating the use, condition,
construction, alteration, and repair of property, structures, and occupancies in the city in order to
prevent the ignition and spread of fire and risk of harm to persons or property from fire and other
causes. The city council hereby adopts the 2603-2006 edition of the International Fire Code with
certain amendments, additions, and deletions thereto found to be in the best interests of the city.
“The standards provided in this chapter shall be used, insofar as they are applicable, in
determining whether a condition is a hazardous one, whether any work that has been performed
has been done in an approved manner, or whether any equipment is of an approved type or -
quality, and in any determination concerning fire hazards and fire safety in the c1ty bu1ld1ng code
not specifically provided for therein. -

* 10-8-2 Adoption of I'hternational Fire Code with Modiﬂcatibns
- a) The 2063-2006 edition of the International Flre Code of the International Code Councxl are
: adopted by reference as the City of Boulder Fire Code and has the same force and effect as
- though fully set forth in this chapter, except as specifically amended by the prov1s10ns of this
~ chapter.

b) T‘he Fire Code adopted by subsection (a) of this éection is amended in the following "places:
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D Section( 102.3 1s repedled and reenacted to read:

- No ch

upan:
iffer: 1visi es T
rinadi f occu i less s is made to comply wi
the requirements of this an International Building Code.

. 4;}21 Sec’non 103.1 isrepealed and reenacted to read
103 1 D1v1smn of Fire Safety

'A Dmsmn of Fire Safety is established thhm the ﬁre department under the direction of the _
manager, which shall consist of such fire department personnel as may be assigned thereto by the -
manager. The function of this division shall be to ass1st the ‘manager in the admlmstratlon and
enforcement of the provisions of this code. '

ﬁ ; Section 103 4, is repcaled and reenacted to read
103. 4 Llablhty

- The fire code shall not be construed to hold the City of Boulder or any of its employees or agents
- responmble for any damage to persons or property by reason of inspection or reinspection or
failure to inspect or reinspect as herein provided or by reason of the approval or disapproval of
any equipment as herein provided.

* No employee of the city who enforces, attempts to enforce, or is authorized to enforce the fire
~ code renders him or herself or the city liable to third parties for any damage or injury to the
* person or property of such third parties as a result of the enforcement or non-enforcement of the
fire code. The city assumes no duty of care by virtue of the adoption of the fire code. No person
is justified in relying upon the approval of a plan, the results of an inspection, or the issuance of a
- certificate of inspection or occupancy, and such approvals, inspections, and certificates are not a
- guarantee that the plan or work so approved, inspected, or certificated in fact complies with all
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requirements of the fire code. It is the duty of the person 6wning, controlling, or corstructing any
building or structure to insure that the work is done in accordance with the requirements of the

~ fire code, and it is such persons and not the cn'y who are respon31ble for damages caused by
negligent breach of such duty. : ,

64) 1044 Identlﬁcatlon, is repealed and reenacted to read:
104.4 Identification. - |

For the purposes of this section, the term “ﬁre code ofﬁc1al” mcludes all firefighters appomted
. ,pursuant to Section 2-5-4, “Ident1ﬁcat10n Card for Flreﬁghters,” B.R.C. 1981. '

____4L)=__=Sect10n 105.6 is repealed and reenacted to read:

105.6 Required operational permits. The fire: code ofﬁc1al may issué an operational permit for
the following operations:

‘) 105.6.154, Explosives

b) 105.6.310 0, Open. Burning

¢) 105.6. 332 Open Flames and Candles

d) 105.6.376 Pyrotechnic special effects material

e) 105.6.44 is amended by the addition of the following:

105.6.443 Temporary Membrane Structures, tents and canopies. An operational permit may be
issued with the construction permit that will be issued by the building official.

' _8)_ Sectlon 105 7 18 repealed and reenacted to read: -

105.7 Requn'ed constructlon perrmts All construction penmts w111 be 1ssued by the bu11d1ng
official. The Division of Fire Safety W111 be the approvmg authonty for followmg

a) 105.7.1 Automatic ﬁre-extmgulshmg systems
b) 105.7.34 Fire alarm and detection systems and related equipment
~ ¢) 105.7.45 Fire pump and related eqmpment ,
4 105 7. 1-1-2 Standpipe systems '
9y - " Sections 108, Board of Appeals is repealed and reenacted to read
» 108 Boa:rd of Appeals

o a A person refused a bu1ld1ng permlt or refused approva] of work done under a permlt on
o "_‘the grounds that the proposed or completed construction fails to coniply with-this code or

, any other city bulldmg code may appeal the decision to the board of zonmg adJustment
T and bulldlng appeals on the grounds that

"1, The denial was based on an erroneous  interpretation of such code by the city maiager; or
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~ 2. The city manager has erroneously failed to approve an aItemate material or method
pursuant to Section 104.9 of the fire code prior to its installation or use. In determining
such an appeal the board shall apply the standards of Section 104.9 of the fire code.

The city manager has the burden of proof under paragraph 1 above. The appellant has the burden
of proof on appeals brought pursuant to paragraph 2. The board shall determine the appeal and

- decide whether the city manager's interpretation or application of such code was correct or in’

error at a hearing under the procedures described by Chapter 1-3, “Quasi-Judicial Hearmgs ”
B.R.C. 1981. ,

. b)  Any person whose building permit has been suspended or revoked may appea] such

action by the city manager to the board of appeals on the ground that the suspension or -

* revocation was based on an error in fact or an erroneous application of this code to the
facts. The city manager has the burden of proving the facts upon which the manager
_ rehes at such a heanng :

. ©) - An apphcant for an appeal to the board of appeals shall pay the fee prescnbed by Sect1on o

4-20-52, “Fn’e Code Perm1t and Inspectmn Fees ”B.R.C. 1981.

” d)A' The city manager may apply to the board of appeals, without fee for an adv1sory oplmon

~ concerning alternative methods, applicability of specific requlrements approval of
© " equipment and materials, and grantmg of special perrmssmn as contemplated in Sectlons
10480r1049oftheﬁrecode ’

: e) " _': " The board of appeals has no authorlty to mterpret Chapter 1 (the admlmstratlve

o requ1rements) of this code except as expressly provided in this section, nor, because thls
- code sets minimum standards, to waive any requlrement of this code

. _1‘0') i Appeals Concernmg Existing Condition's

‘a)  Any aggrieved person who has been issued an order or other notice of Vlolatxon under

this fire code, other than a summons and complaint, under Section 102.1 and 102.2 .
concerning legally existing conditions in a structure based upon the city manager’s
determination that such conditions constitute a distinct hazard to life or property, and who
believes the alleged violation to be factually or legally contrary to the requirements of
this fire code or rules and regulations issued pursuant to this fire code may appeal the
order or notice to the board of building appeals in a manner provided by the board under

the procedures prescribed by Chapter 1-3, “Quasi-Judicial Hearings,” B.R.C. 1981. An -
appellant shall file the appeal with the board within thirty days from the date of service of
the notice of alleged violation. The appellant may request enlargement of time to file if -
such request is made before the end of the time period. The city manager may extend for
a reasonable perlod the time to file w:th the board if the applicant shows good cause
therefor
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b).

d)

| g)i

b

. Any person aggrieved by a decision of the city manager upon a reinspection that any or

all of the violations alleged in the notice of violation have not beén adequately corrected

~ may appeal such determination by filing a notice of appeal wrth the board of appeals
" within ten days of the date of the reinspection. :

‘The appeal will be conducted under the procedures of Chapter 1-3, “Quasi-Judicial
‘Hearings,” B.R.C. 1981, The burden of proof is on the c1ty manager to estabhsh an B
- alleged vrolatron o =

If the board of appeals affirms the determination by the city manager, it shall grant the
person a reasonable period of time to correct the violation appealed. Any subsequent

determination by the manager as to whether the violations alleged in the notice of :

violation have been adequately corrected is final.

" The fee for filing an appeal is that prescnbed by Section 4-20- 52 “Frre Code Permit and

Inspection Fees,” B.R.C. 1981.

An aggneved person seekrng judicial review of a decision of the board of appeals made
under this section shall file a complaint for such review within thirty days after the date

 of the decrs1on under Colorado Rule of Civil Procedure 106(a)(4).

" If no person appeals a notice of violation to the board of appeals, the provisions of the

notice becomes final when the time for ﬁhng an appeal with the board has exprred An
order appealed to court is final unless a stay is in effect. ‘ :

B If a person to whom the crty manager has 1ssued a notice of violation does not appeal to
" the board, such person may not raise as a defense to any subsequent prosecution in
“municipal court for a violation of an order that the conditions alleged to be violations in

the notice of violation were not in fact or law violations.

. If the city manager determines that the subJ ect of an order or notice issued under thls fire

" code constitutes an immediate hazard to the public health, safety, or welfare; the méanager

oy

- ‘may order immediate compliance. Persons subject to such orders shall comply forthwith,

but shall be entitled to a prompt post-compliance appeal hearing before the board of

| .buﬂdmg appeals under the procedures specrﬁed in thlS sectlon

Chapter 2, “Deﬁmtlons,” is amended by the addmon of the followmg addmonal
definitions:

o jﬂ “Accessible anate Drive” means a twenty foot unobstructed clear w1dth w1th a twelve foot
hard-all weather drivable surface which can support forty tons on ten wheels and has a SU-30
‘ :tummg radrus for the ﬁre department’s fire apparatus :

“Attached Dwelling Unit” means a structure which contains more than one dwelling unit
regardless of any fire separation features.
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“Fire code official” means the city manager or the manager's delegate.

“Detached Dwelling Umt” means a structure which contains only one dwelling unit together
with any building accessory to the dwelling unit, and is structurally 1ndependent of other
structures or occupancies, and has a fire separatlon dlstance of not less than six feet from other
structures.

“Emergency Vehicle Access Street” means a street meeting the requirements of this code and the
City of Boulder Design and Construction Standard. :

- “Fire Access Distance” means the distance between two hydrants, or the distance from a hydrant -
to any external portion of any building or buildings or the distance from the center line of a non-
dead-end emergency vehicle access street to the point on the curb on such street from which
access to such building is gained, measured along public or private (but accessible to fire
equipment) roadways or fire lanes as would be traveled by motorized ﬁreﬁghtmg equlpment

" “Fire Department” or “Mumc1pal Fire Department” means the Fire Department of the City of
Boulder, Colorado. .

- “House Behmd a House” exists if the dwelling unit is on a lot whrch does not ﬁ'ont on an
. emergency vehicle access street meeting the requirements of Sections 503.1 and 503.2, or the
" dwelling unit is not served by a fire lane meeting the requirements of Section 502.1 from an

emergency vehicle access street to an entrance to the dwelling unit, and access from the o

emergency vehicle access street to the unit is obstructed by any structure ’

“Portable Apphance” Means any apphance that is designed to be moved or relocated ona da:rly

basis without any special knowledge. This includes, but not limited to, box or oscrllatmg fans,

\ power tools, vacuums cleaners and floor pohshers :
-“Tank Truck” means any single rear axle, self—propelled motor vehicle, etiuipped with'a carge
tank mounted thereon, and used for the transportation of flammable and combustible liquids, but

- this term excludes any combination of units, such as a semi-trailer. Said tank truck shall not
exceed 35,000 GVW, and its total capamty shall not exceed 3,000 gallons.

“Transport route” means:
(1) Denver-Boulder Turnp1ke (U S 36) from the south c1ty 11m1ts to Baselme Road.
(2) Foothills Parkway (Colorado 15 7) from U.S. 36 to thenorth city limits.
© (3) 28th Street from Baseline Road to the north city limits.
-4 Arapahoe Avenue from 28th Street to the east city limits.

~ (5) Canyon Boulevard from 28th Street to the west city limits.
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(6) Pearl Street/Pearl ParkWay' from 28th Street to the east city limits.
(7) Longmont Dlagonal (Colorado 119) as it passes through the c1ty linits, -
- (8) Valmont Road from the Foothills Parkway (Colorado 157) to Alrport Road and Airport Road

%) Basehne Road from the east 31de of 28th Street (U.S. 36) to Foothills Parkway (Colorado
157 ‘ . '

“Unobstructed By Any Structure Above Grade” means that no structure blocks the view so that
there is not at least one entire face of the building substantially visible in a direct line over the lot
upon which the building sits from the nearest emergency vehicle access street, and no structure
would mgmﬁcantly interfere with a stream of water being sprayed on the building by a nozzle
mounted on a fire truck parked on the nearest emergency vehicle access street. For the purposes
of this definition, a legal fence shall not be considered an obstruction if it has a gate which opens
at least three feet wide, which is not locked, and through which ﬁreﬁghters on foot have ready
access to the buﬂdmg within the distance limitations. - g

12) Section 307 is repealed and reenacted to read:
307'0pen Burning and Recreational Fires.

1) No person shall kindle or maintain outside of a habitable building any bonfire or burn or
permit to be burned any trash, paper, rubbish, wastepaper, wood, weeds, brush, plants, or

- other combustible or flammable material anywhere within the clty limits or anywhere on
o ’01ty property outs1de of the 01ty limits, except when ' : .

a) The burmng is in the course: of an agncultural operatlon in.the growmg of .CTops
as a gainful occupatlon and presents no fire hazard to other property in the
v1cmlty, : .

| &b) The burmng isa smokeless ﬂare ora safety ﬂare used to mdlcate some danger to
the public;
d)c) - The burning is a training fire conducted by the fire department, or is a training fire
conducted by another fire depa:tment or pnvately for mdustnal or commercml
fire training purposes; or - . Lo

e)d) The burning is solely for the purpose of fuels mitigation to: alleviate wildland fire
potential, or weed abatement to assist restoratlon of nat1ve plants and

2) Mobile or portable type outdoor fire places are pl‘Ohlblted w1th1n the c1ty 11m1ts or
anywhere on city property outside of the city limits. Lo
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1 Section 308 is repealed and r to

Exception: a permit is obtained through the Boulder Fire Department, Division of Fire
Safety. ‘ ‘
14)  Exceptions 1 and 2 to Section 311.2.2., “Fire protection,” are repealed.
1 A new Section 401.3.1.1 Fire Alarm F is ad to read:
a) A e fire nt has responded to two alarms of fire from any prope r
address i alen e city m er impose for each
itional response to an al which originates fro roperty during s
calendar vear, in accordance with the schedule prescribed by Section 4-20-52, “Fire
Code Permit an ion Fees,” B.R.C. 1981. ‘ S
b)_The city manager may waiv: harge i for a fire al response if

n f nse that is malfunctioning, un wneror

.. mnan le to demon - said al tem is currentlv bei rviced to
dv the pr ing encoun ' IR
if fee is not paid within thitts ‘ r demand therefor has been mailed to
record owner of the building, the ci r may certify th to the
Co Treasurer ) ion 2-2-12_“Cj May Certify Taxe

- Charges, and Assessments t  Treasurer for Collection,” B.R.C. 1981.
16) - Section 503. 2.1 is repealed and reenactedito read:
503 2 1 Dlmenswns Fire apparatus access roads shall have an unobstructed width of not less
than 20 feet (6,096 mm), except for approved security gates in accordance with Sectlon 503 6,
~ and an unobstructed vertical clearance of not less than 15 feet (4 572 mm)

17_) Section 508 5.1is repealed and reenacted to read:

508.5.1 Where requlred Locatlon and spacing of fire hydrants will be in accordance w1th the
City of Boulder Design and Constructlon Standards. : : -

| '1.8) - Section 603.4 i is repealed and reenacted to read'

© 603.4 Portable unvented heaters. Portable unvented fueled- ﬁred heatmg eqmpment are
prohibited. : :
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19)  Section 901.6, is amended by the addition of the following:

If any building, structure, or portion of the same is protected by a fire detection, alarm and "

 extinguishing system or the owner has agreed with the city manager so to protect the building or
structure or portion thereof, then no person shall shut off or disable such system, and no owner,
manager, or tenant of such space shall fail to prevent the shutting off or disabling of such system.
It is a specific defense to a charge of violation of this section that the system was shut off in
order to perform maintenance work on the system, that it was shut off for the minimum period of
time necessary to perform such work, and that maintenance personnel were on the premises
performing such work during the entire time the system was shut off. The minimum penalty for

violation of this section, no portion of which may be suspended, is a fine of $1,000.00.

20)  Section 903 is amended by the addition of the following:

b)-Any new building or change of occupancy of an existing building that does not have approved
fire department access as required by the fire code may be required by the fire code official to
have an automatic fire sprinkler system installed regardless of the building size.

21) | Section 903.1, is repealed and reenacted to read:

Section 903.1 General. An automatic sprinkler 'éystem shall be installed'in the occupancies and
locations as set forth in this section. Changes in use, as defined in Section-10-5-2, ““Adoption of
International Building Code with Modifications,” B.R.C. 1981, shall comply with the provisions
listed below. e S LT R S T S
92) " ‘Section 903.2.1 is amended by the addition of the following;

903.2.1 Group A. All basements classified as, or a part of, a Group A occupancy shall be
- provided with an automatic sprinkler system regardless of the gross square footage.: '

a) Section 903.2.1.1 Group A-1, # 1 is repealed and reenacted to read.

1. The fire area exceeds 2,000 square feet (1 85.8m2)
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b) .Section 903.2.1.2 Group A-2,# 1 is repealed and reenacted to read.
1. The fire area exceeds 2,000 square feet (185.8m%)
) Section 903.2.1.3 Group A-3,# 1 is repealed and reen_acted to read.
1 The fire area exceeds 2,000 square feet (185.8m> )
d) Section 903.2.1.4 Group A-4,#11s repea]ed and reenacted to read
1. The fire area exceeds 2,000 square: feet (1 85.8rn2) B
23) A new Section 903.2.1.6, Group B occupancies, is enacted to read: an automatic spnnkler

~ system shall be provided throughout all new Group B occupancies greater than 2,000
gross square feet (185. 8m?). '

24) Section 903 2.2, Group E. #lis repealed and reenacted to read:

) Throughout all Group E fire areas greater than 2000 (1 85.8m’ ) in area.
b) Exception is repealed.
¢} All basements classified as, or a part of,a Group E occupancy shall be provrded Wlth an
. automatic sprinkler system regardless of the gross square footage .

: J25_) . Sectron 903 2. 3 Group F- 1 is repeaied and reenacted to read

‘An automatic sprinkler system shall be provrded throughout all new Group F occupancws greater ‘

than 2000 square feet (185. 8m’ )

"26) Sectlon 903.2.6, Group Mis repealed and reenacted to read

~ An automauc sprinkler system shall be prowded throughout alI new Group M occupaneles
' greater than 2000 square feet (185 8m?). . _ '

| 27)  Section 903.2.7 is amended by the addition of the fo]lowmg

" a) Exception 1; Detached and two unit attached dwelling units are not requlred to have an
automatic fire sprinkler system if they are not used as residential board and care
occupancies, and the distance, unobstructed by any structure above grade, landseapmg or .
topographical obstructions, from the curb face of the emergency vehicle access street on
which the structure is addressed, to a face of the umt contammg an entrance, is not
greater than one hundred feet.

b) A detached dwelling unit is not required to have an automatic fire sprinkler system if it is
not used as a residential board and care occupancy, and is located on a lot larger than
- 14,500 square feet, in which the driveway meets the requirements of a fire department
. accessible private drive, and extends without interruption from the nearest emergency '
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vehicle access street’on which the structure is addressed, to the side of the building which
contains the main entrance. '

¢) If more than one principal building is constructed on a lot pursuant to the exceptions
listed in Section 9-3.2-16, “Two Detached Dwelling Units on a Single Lot,” B.R.C. 1981,
then each building other than the building closest to an emergency vehicle access street
on which the structure is addressed, shall be protected by an approved and superwsed
automatic spnnkler system 1n accordance w1th Sectlon 903 3.

Exception: If a lot has frontage on two streets and each street is an emergency vehrcle
access street, then two buildings, each closest to their respective streets, shall not be
. requlred to be so protected by this subsect1on

- d)y Houses behmcl houses shall be protected throughout by an approved automatrc sprmkler
: system in accordance with Section 903.3. SRR _

28)  Section 903.2.8 Group S-1, is repealed and reenacted to read:

An automatic sprinkler system shall be provided throughout all new Group $-1 occupancres
greater than 2000 square feet (185 8m ). . ,

29)  Section 903.2.9 Group S-2,is repealed and reenacted to read

An automatic sprinkler system shall be provided throughout all new Group S-2; occupancies
~ greater than 2000 square feet (1 85 Sm ) -

30) A new section is added to read
Section 903.2.12.3 Group U Occupancres An automatic sprmkler system shall be provrded
throughout all new Group U occupancies greater than 2,000 gross square feet (185. 8m?). .

31)  Arnew Section 903.2.12.4 is added to read:

Any occupancy, structure or unit required to be protected by a sprinkler system by one proyision
of the fire code or the building code, and falling within an exception to a requirement of such
protectlon to any other prov1s1on of the ﬁre code or bulldlng code shall be $0 protected

32) A new Sectlon 903 2 12. 5 is added to read:

If the ﬂoor area of an addltron to any existing occupancy as descnbed in 903 1 through
003.2:12.3 above i§ greater than either fifty percent of the existing gross floor area or 2,000
square feet, and the total altered structure would be required to be protected by a sprinkler

~ system by this section if it were new construction, then the entire addition shall be protected

- “throughout by an approved and supervised automatic:sprinkler system, installed in accordance

with Section 903.3.1. Said sprinkler system shall be continuous throughout the addition up to a

ﬁre bamer bullt in accordance with the bu11d1ng code for that occupancy
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33)  Section 903.3.1.1.1 Exception 4 is repealed

34)  Section 903.3.5.1 is repealed
35) Section 903.3.5.1.2 1s repealed and reenacted to read:

903.3.5.1.2 Residential combination services. Combination of domestic and fire service lines
shall be in accordance with the City of Boulder Design and Construction Standard. '

36)  Section 903.4.1 is repealed and reenacted to read:

rr-and-trouble-sienal 180
all be automatically transmitted to an

903.4.1 Signal Valve-super isionand-waterfow-alal
and trouble signals shall be distinctly different and sh
Underwriters Laboratory listed central station.

Exception: Underground key or hub valves in foadway boxes provided by the municipality ‘i)rv
public utility need not be supervised. e »

37)  Section 903.4.2 is repealed and reenacted to read: L

- 903.4.2 Alarms. Approved audible and visual devices shall be connected to every automatic

sprinkler system. Such sprinkler water-flow alarm devices shall be activated by water flow
equivalent to the flow of a single sprinkler of the smallest orifice size installed in the system.
Alarm devices shall be provided in the interior of the building in accordance with NFPA 72 and
on the exterior of the building in an approved location. Where a fire alarm system is installed,

 actuation of the automatic sprinkler shall actuate the building fire alarm system.

38) A new Section 903.7, Response Time Sprinkler Requireihent; is adolﬁted toread:

~a) It is the city's goal, as reflected in the Boulder Valley Comprehensive Plan's urban fire
~ service criteria, that land not be annexed unless the response time for service is normally
six minutes or less. Nonetheless, there may be occasions when annexation outside the
 existing six minute limit but within eight minutes or less is, due to special circumstances,

in the city's best interest. Before such land is annexed, consideration must be given to the
need for and provision of additional fire stations and equipment to serve properly the area -
being annexed and to bring it within the six minute limit eventually. Protection by a
sprinkler system as required by subsection (c) below is a temporary substitute, and is not
intended to eliminate the requirement for additional fire stations and equipment.

b) Land used or to be used for residential purposes will not normally be annexed if it is
outside the six minute limit unless excepted from this policy by subsection (d) below. All
new dwelling unit on land annexed outside the six minute limit shall be protected by an
automatic fire sprinkler system. '

¢) Onland annexed after the effective date of this chapter and not excepted under subsection
- (d) below, all new non-residential construction and any existing non-residential structures
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shall be provided throughout with an approved and supervised fire sprinkler system: -
installed in accordance with Section 903.3.1 adopted in Chapter 10-8, “Fire Prevention
Code,” B.R.C. 1981, if such land is outside of the six minute City of Boulder fire ..
response time from city fire stations housing at least one pumper which is rated at one
thousand gallons per minute pumping capacity or greater, and which requires a crew of
three or more for proper operation. ’
d) Thé’requifements' of this Section may be waived by the ¢ity council by .a.prOVisi‘bﬁ doing

so in an annexation agreement incorporated into an annexation ordinance if, in the
opinion of the city council it is in the city's best interest to do so because:

(1) Of changed or special conditions;
(2) The land to be annexed is located on Arapahoe Avenue west of the city;or .

(3) The Ian&‘fé‘ be annexed is below the blue line, West of Broadway, south of N_orwdvod
Avenue, and north of Table Mesa Drive. R ' e
Exceptions (2) and (3) above reflect the fact that it is not anticipated that new: fire stations

~ will be constructed to bring these areas within the six minute limit. In other areas it is
anticipated that new fire stations will eventually be constructed or upgraded to bring the
service area within this limit. | »» J R
o 39) i A new Section 903,8, Fire SuppreSSion Systems. is added to read:
903.8 Fire Suppression Systems
All existing structures in the following categories shall be protected throughout by an approved
_and supervised automatic sprinkler system installed in accordance with the provisions of Section
~903.3.1 Except that any structure or portion thereof required by this section to be so protected
 prior to the effective date of this ordinance shall be immediately so protected: = -
) R—l and R-2 occupancies greater than _ﬁﬁyvﬁve‘ feet high.

By Hé‘tels and motels. Exceptions: One- and two-story -strilcturé‘s, and "three story structures -
with an exterior exit balcony for all rooms above grade. ’ :

¢) Congregate residences classified as Group R-4.
N d) - Group I-1 and12 occupancies as defined in the fire code.
*'"¢) Basements gréater than 2,000 gross squére feet.

Exception 1. Basements below R occupancies.
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Exception 2. Basements used exclusively for “services to the building,” such as electric
~ meters, compressors, and so forth. But “services to the building” shall not include any
~ storage (either combustible or non-combustible), nor routine human occupancy..

Exception 3. Basements where there is provided at least 20 square feet of opening

~ entirely above the adjoining ground level in each fifty lineal feet or fraction thereof of
‘exterior wall in the basement on at least one side of the building. Openings shall have a
minimum dimension of not less than 30 inches, and shall be accessible to the fire .

~ department from the exterior and shall not be obstructed in a manner that firefighting or
rescue cannot be accomplished from the exterior. oo

. When openings are provided on only one side and the opposite wall of said basement is
* more than seventy-five feet from such openings, said basement shall be provided with an
~ approved automatic sprinkler system, or openings as specified above shall be provided on
- at least two sides of an exterior wall of the basement. ‘

f) All Group A occupancies used primarily for dining, drinking or motion picture viewing,
-~ shall be protected throughout by an approved and supervised automatic sprinkler system -
- installed in accordance with the provisions of Section 903.3.1 when said Group A

~occupancy is greater than 2,000 gross square feet in size. ‘

~ For Group A occupancies described in this part (f) not currently provided with complete -

~ automatic sprinkler protection, this paragraph shall take effect during a remodelor -

' renovation which 1) requires one or more building permits with a combined valuation

~ (labor and materials) of $30.00 per square foot or more within any calendar year, and 2)
" necessitates business closure for a combined period of five calendar days or more, in the

aforementioned calendar year. : Lo

40)  Section 907.1 5, is repealed and reenacted to read:

Section 907.15 Monitoring. Fire alarm systems shall be supervised by an Underwriters
Laboratory listed central station. S | :

41)  Section 3301.2.4.2, is amended by the addition of the following:

The city manager shall require a certificate of insurance to protect persons and property from
death or injury as a result of the fireworks display, in an amount not less than $150,000.00 per
person injured and $600,000.00 per incident. The insurance shall cover any liability of the city or
any employee or agent thereof arising out of or connected with the permit and the fireworks
display permitted thereunder. Before any permit for a fireworks display is issued, the applicant
shall comply with the provisions of this Section. ‘ . '

.42) Section 3401.4 is amended by the addition of the following:

E ‘1) A regular permit allows a permittee on a transport route to take delivery of flammable
' and combustible liquids from any deli_yery.vehide orfroma tank truck where the.
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" premises are not located on @ transport route. Upon payment of the fee provided in

* Section 4-20-52, “Fire Code Permit and Inspection Fees,” B.R.C. 1981, the city manager

" shall issue to an applicant therefor a permit to receive deliveries of flammable and
combustible liquids at a particular location or outlet if the manager finds that:

a) The outlet or location contains sufficient room to accommodate the delivery vehicle,

" so that the delivery vehicle is capable of being parked entirely within the property
boundary lines of the outlet or location and in such a manner that no part of the
vehicle extends into any street, sidewalk, or alley while the vehicle is off-loading and
no backing of the vehicle either into or out of station property is necessary;

b) The entrance and exit access-ways for the delivery vehicle are so arranged that no
‘obstruction of traffic will result from the vehicle entering or leaving the outlet or
location; and - ' ;

¢) The storage tanks for flammable and combustibie Hquids are located underground and
constructed in accordance with the applicable provisions of this code, unless-
specifically allowed to be installed above ground by other sections of this code.

2) A special permit allows a permittee to take delivery of flammable and combustible
liquids on premises outside of transport routes from specified delivery vehicles other than
a tank truck. The owner or person in control of any outlet or location holding a regular
 permit may, upon payment of the fee provided in Section 4-20-52, “Fire Code Permit and
~ Inspection Fees,” B.R.C. 1981, apply to the city manager for a special permit allowing
“~ delivery with-a vehicle other than a tank truck as defined in Section 221. The city
~““manager shall schedule with the applicant a simulated demonstration with an empty
vehicle of the size and design that the applicant will use under the permit. The applicant
shall furnish the vehicle and driver at its cost. The simulated test shall be observed by the
city manager who shall issue the special permit if the manager finds that: '

“"“a) The outlet or location contains sufficient room to accommodate the delivery vehicle, -
so that the delivery vehicle is capable of being parked entirely within the property -
boundary lines of the outlet or location in such a manner that no part of the vehicle
shall exténd into any street, sidewalk or alley while the vehicle is off-loading, and no
backing of the vehicle either into or out of the station property is necessary;

o b)‘ The entrance and exit access-ways for the delivery vehicles are SO ar'r'angéd‘,tha‘t; no
obstruction of traffic will result from the vehicle entering or leaving the outlet or
* location; ’ : ‘ E e ) A :
- ¢) The roads and streets are accessible to fire-fighting equipment and '\_(éhiclés';
d) The topography or configuration of the roads and streets does not involve potential

~ difficulties in containing, fighting, or suppressing a fire or spill and does not impair
the ability of a transport vehicle to maneuver safely;and . . .
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e) The tfafﬁc congestion and flow of vehicles using the roads and streets will not create
potential hazards to transport vehicles. Upon issuance, the permit will designate a
specific route to be followed from the nearest transport route to the permit location
and to return to the transport route. The permit will specify a vehicle capacity. Special
permits are valid only between 3:00 a.m. and 6:00 a.m. But, for the delivery of '

~ gasoline or diesel fuet only, if the permit location is in an industrial zone, and is

~ connected to a transport route by a former transport route established by ordinance

- 4636 (1982), and the applicant demonstrates that there were no incidents involving
the discharge of gasoline or diesel fuel from delivery vehicles using the relevant
~ portion of such former route, then the city manager may issue the special permit for
such other hours as the applicant is able to demonstrate present no more hazard than
delivery during the hours of 3:00 a.m. through 6:00 a.m.
3) Revocation or Suspension of Permits.
a) Each of the following is a ground for revocation of a special permit:
1. Failure of a transport vehicle to park entirely on the site While’unloading;‘ =
2. Obstructing of sidewalks while unloading;
3. Backing the vehicle onto _pf off of the site;
4. Obstruction of traffic while éntéﬁ:ng or leaving;

5. F ailufé of a transport driver ‘t‘(lx' folio_w the prescribed route to or from the permit
location; or SR T S o :

6. Failure to maintain a copy of the special permit on the premises.
7. Failure of a tranépdrt drivex_“ to b‘eﬂavpre_sént while off loading.

'b) Each of the following is a ground for :suSpensibn of a regular permit for up to fourteen
days: e v _ o | ‘ : -

1. Failure ofa t‘ranspoﬁbye}hicle to park enfirely on the sife while uﬁloading;
) 2. ‘Obstructing of side_i;vélks while ﬁﬁloading; ' |

3. Backing the vehicle onto or off of the‘ site;

4, Obstruction of trafﬁé while eﬁfering or leaving; or

5. Failure of a transport driver to follow the pres’cribed'l"oute to or from the peﬁhit
- location. _— : : _ -
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6. 'Faillire' ofa traﬁs‘pdfi driver to be present while off lqadir,ié;

; ) When matters are brought to the attention of the city manager, which if substantiated

43)

4)

would be grounds for revocation of a special pefmit or suspension of a regular permit,
the manager shall issue a written notice thereof to the permittee containing a concise
written statement of the violation constituting grounds for revocation or suspension

. ~ and indicating that the revocation or suspension shall take effect fourteen days after

the issuance of said notice unless the permittee appeals in accordance with the terms
of Section 103.1.4. ‘ Cn

d) All special permit revocations shall be for a period of six months, after which time the

permittee may reapply for a special permit. During the period of revocation, the outlet
may continue to operate with and according to the terms of a regular permit.

If, due to changed conditions, including without limitation changes in the transport
routes, the manager has probable cause to believe that an existing regular or special
permit no longer meets the criteria for issuance, the manager may require a new

- sithulated demonstration. For purposes of notice and appeal, such proceedings shall be

2)

b)

deemed a new application, but no additional fee shall be charged.
A new Section 3401.6, Prohibited Acts, is adopted to read:

No owner and no person in control of any outlet or location shall accept deliveries of
flammable or combustible liquids, unless such person has applied for and has been issued

. -apermit therefqg by the city manager..

No owner and no person in control of any outlet or location for which a permit to accept
deliveries of flammabie or combustible liquids has been issued shall accept deliveries of

* such liquids unless delivery is in compliance with all the provisions of this code and any

Nop

conditions on the permit.
No person shall spill more than thirty-two fluid ounces of flammable or combustible
liquid upon the ground. = PR AR T '

No person shall fail to notify the fire department of any spill of ﬂammable or combustible
liquid of more than thirty-two fluid ounces at the earliest practicable moment after said
spill has occurred.

Except to replace existing tanks, no person shall install any tanks used for the storage of
any type of flammable or combustible liquid, or other hazardous material or waste in the
floodplain as defined in Section 9-9-2, “Definitions,” B.R.C. 1981. This prohibition is not
retroactive, but no person shall usé or maintain any tank installed in violation of this

- prohibition,

- No person shall weld or cut by torch on the premises of a service station or allow or cause

crankcase drainings to be spilled or poured onto the ground. No person shall dispose of
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44)

hazardous matenals by dumping or pouring on the ground or into a storm drain or
sanitary sewer or any connection thereto. :

Section '3404.2 Tank Storage, is ’amended by the ‘addition of the folloWing.

Except for fuel carried on tank trucks, above-ground storage of all Class I, II, and TII
flammable and combustible liquids in aggregate amounts of more than 500 gallons of
such liquids on a single lot is allowed only in those areas of the city zoned “industrial.”
All instaliations shall comply in all respects with Chapter 34. Any tank intended for the

- bulk storage of any Class I, II or IIl flammable or combustible liquid may be stored
~ above ground only in those areas of the C1ty zoned 1ndustna1 ‘ :

b

All service stations, as defined in Chapter 22, regardless of zoning, shall install all bulk |
fuel storage tanks, oil storage tanks, and waste oil storage tanks underground and meet all

‘requirements of Chapter 22 and Chapter 34. All bulk fuel storage tanks, oil storage tanks,

and waste oil storage tanks in a residential zone shall be installed underground and meet
all requirements of Chapter 34. Liquefied natural gas (LNG) or liquefied petroleum gas -
(LP-Gas) may be stored above ground in areas of the city zoned “industrial” and
dispensed at such sites by a service station, if the city manager finds that such mstallatlon
meets all the requirements of applicable fire codes before any dispensing of such fuel and

‘proper and necessary on-site fire control devices are provided. The fee for review and
inspection of such a specialized installation shall be as provided in Section 4-20- 52, “Flre
Code Permit and Inspection Fees,” B.R.C. 1981.

CAll underground tanks used for d1spens1ng or bulk storage of any ﬂammable or
- combustible liguid shall comply with the requirements of Chapter 34, any other pertinent

city codes, including without limitation those concerning fire and flood, the Colorado
State Oil Division, and the manufacturer's specifications for installation. Plans for

 installation shall be approved by the Colorado State Oil Division and the city flood

d

45)

- control office, before the city may issue permits for construction mstallatlon, anduseof

the tanks. No person shall install a used tank.

No person shall install a tank or tanks for the dispensing or bulk storage of any _
flammable or combustible liquid, including temporary installations on construction sites, -
until such person has first submitted plans for the installation to the city manager and has
received approval of such plans and of the 1nstallat10n

A new Section 3406 2.82, Safety Dev1ces Requlred for Outlets or- Locatlons Accepting
Deliveries of Flammable or Combusuble Liquids, is adopted to read

No owner and no person in control of any outlet or location shall accept deliveries of flammable
and combustible liquids, and no person shall make deliveries of such liquids to any outlet or

‘ 1ocat10n unless the following condltlons are met during such delivery:
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‘a) The hose connection employed in‘making a delivery of flammable or combustible liquids
contains the safety device known as-a“glass elbow” to-allow inspection of the contents of
the delivery hose; and

b) Any hose used in makmg dehvenes of ﬂammable or combustlble hqulds contains the
* apparatus commonly known as a ti ght-fill corinection device to secure the off-loading
- device of the dehvery vehlcle to the mtake structure of the storage tank

L ¢ Exceptlons to (1) and (2) above may be granted by the city manager for 1ndustr1al
S 1nsta11at10ns if condmons warrant.

- 46) . Anew Section 3406.2.8, 3 Full Compartment Dumps Requ1red is adopted to read

~ Any person delivering flammable and combustlble 11qu1ds in a vehicle that contains
 compartments larger than six hundred gallons shall empty each such compartment at a single
_ stop, if any delivery of liquids is made at any outlet or location from any such compartment.

v 10-8 3 Vlolatlons

’ Any violation of the International Fire Code, any appendlx thereto adopted by thls chapter, or of
* any order issued by the city manager thereunder is punishable as provided in Section 5-2-4,
“General Penalties,” B.R.C. 1981. Every twenty-four-hour period in which a violation exists
constitutes a separate violation. . TN

Chapter 10-9 Mechamcal Code

’~"-Adopted by Ordmance No 4636 Amended by Ordlnance Nos 6015 7304 Denved from
Ordmance Nos. 4327, 4502 4548; ‘

10;9-1 Legislative .Intent. R

The purpose of this chapter is to protect the public health ahd safety by .regulati_n'g the
installation, alteration;, and repair of heating, ventilating, cooling, and refrigeration. devices in

- structures in the city. The city council hereby adopts the.2003-2006 editiori of the Infernational
.. Mechanical Code with certain amendments and deletions thereto found to bein the best interests
of the residents of the city. : :

10-9-2 Adopt1on of the Internatmnal Mechamcal Code with Modlﬁcatlons

(a) The ;_’-903- 2006 edition of the Internatzanal Mechamcal Code, 1nc1ud1ng Appendlces A

" thereto of the International Code Council, is hereby adopted by reference as the Mechanical

‘Code of the City of Boulder or mechanical code and has the same force and effect as though
fully set forth in this chapter, except as specifically:amended by the provisions of this chapter.

(b) Except as specified below, Chapter 1 is repealed. This code shall be administered in
accordance with Chapter 1, “Administration,” of the International Building Code as adopted,
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with amendments, by Section 10-5-2, “Adoptlon of Intematlonal Building Code w1th
Modifications,” B.R.C. 1981.

4] Section 101.2 "‘Scope,” and—exeept-ieﬂ—l-ﬁe-is adopted as an administratiVe provisions.

(2) Section 101.2.1, “Appendmes,” is adopted as an administrative provxs1on Appendix A is
adopted as a part of this code.

(3) Section 101.3, “Intent,” is adopted as an administrative provision. -

{c) Section 301.7 “Electrical” is repealed and reenacted to read:

301.7 Electrical. Electrical wiring, controls and connections to equipment and appliances :
_ regulated by this code shall bein accordance with Chapter 10-6, “Electncal Code,” B.R.C. 1981.

(d). Sectlon 306.5 “Equlpment and apphances on 100fs or elevated structures” is repea]ed and
reenacted to read: . : . ,

306.5 Equlpment and apphances on roofs or elevated structures. Where. equtpment and
 appliances requiring access are installed on roofs or elevated structures at a height exceeding 16
feet (4877mm), such access shall be provided by a permanent approved means of access. The
means of access shall start at no more than 8 feet (2438 mm) above finished grade or floor level
and contmue unobstructed to the equlpment and apphances level serv1ce space Sueh—aeeess—shaﬁ
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(e) 306.6 Wﬂg@%ﬁg&&_ﬁ;—m

(1) Mechanical equipment placed, replaced, or resting over roofing shall be supported by curbs
or legs which shall be flashed to the roofing and made watertight. Méchanical equipment shall
include, but not be limited to, heating equipment, cooling and refrigeration. equlpment
ventllatmg fans, blowers, and other similar devices located on the roof. Lt ey

(2) Flat roofs. On roofs having a pxtch of less than 2 in 12, mechanical equ1pment shall be
supported on a solid curb greater in size than the equipment which it serves. Curbs can be'.
manufactured or built-in-place. If built-in-place, the curb shall be covered with metal of at least
. 26 gauge. All seams and miter corners of the metal shall be riveted and soldered so as to be -
weathertight. The curb shall be a minimum of 9 inches above the finished roof. - -

(A) Ducts less than four feet in width shall have at least twelve inches clearance from. the
finished roof surface to the bottom of the duct. ‘ Vo

(B) Ducts between four feet and eight feet in width shall have at least twenty-four inches - |
clearance from the ﬁmshed roof surface to the bottom of the duct. R

- ',(C) Ducts over eight feet in w1dth shall have at least thlrty-su( mches clearance from the ﬁmshed
. roof surface to the bottom of the duct ~ S : ” e

(3) Pitched Roofs. On roofs having a slope overa 2 and 12, mecharucal equlpment may be set on
legs which provide a minimum of 11 inches clearance between the finished roof surface and the
equipment frame. S - :

~2H{D) Section 603. 6 1.1 “Duct length” is repealed and reenacted to read

603.6.1.1 Duct length Approved Class 0 and Class 1 ﬂex1ble a1r duct shall not exceed seven feet
“inlength. -

h)-(g) Section 603.6.2.1 “Connector length” is deleted—moglge_g ;g read hmr;e_d_ in leng;h to

o feet (2134 mm).

G}@Seotion 606.3, “Installation” is amended by the addition of a new sentence to read_; B
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Smoke detectors must be capable of being tested from a remote and readily accessible location.

' 10-9-3 Mechanical Permit Fees.

Mechanical permit fees are those prescribed by Subsection 4-20-13(c), B.R.C. 1981. A
| Chaéter 10-9.5 Fuel Gas Code |
Adopted by Ordinance No. 7304. |
10-9 5-1 Legislative Intent.

The purpose of this chapter is to protect the pubhc health and safety by regulatmg fuel gas

systems and gas-fired appliances in the city. The city council hereby adopts the 2003-29_@_6
 edition of the International Fuel Gas Code as a new Chapter 10-9.5 with certain amendments

thereto found to be in the best interest of the city.

10 9.5-2 Adoption of the International Fuel Gas Code.

- (a) The 2863-2006 edition of the International Fuel Gas Code of the Intematlonal Code Councﬂ

is hereby adopted by reference as the City of Boulder Fuel Gas Code or fuel gas code and has the

L same force and effect as though fully set forth in this. chapter except as spec1f1cal]y amended by
- the prov1s1ons of th1s chapter

. (b) Except as spec1ﬁed below Chapter l is repealed This. oode shall be admlmstered in -
~ accordance with Chapter 1, “Administration,” of the International Building Code as adopted,
with amendments, by Section 10-5 5-2, “Adoptlon of Internat:onal Bu11d1ng Code with '
: Modtﬁcatlons ”B.R.C. 1981. . :

(1) SECTION 101, “GENERAL,” is adopted as an admlnlstratlve provision with the followmg
amendments:

' (a) 101.1, “Title,” is amended to read:

°101.1 Title. These regulatlons shall be known as the Fuel Gas Code of the City of Boulder or fuel 1
~ gas code.

(D)2 SECTION 107 “INSPECTIONS AND TESTING ” is adopted as an admlmstratlve

provision.

(©) Exceptlons 2,3 and 4 in Sectlon 303.3 “Prohlblted locations” are repealed.

d) Section 404.4 Piping thr f tion wall. is ¢ ealed andr read:
404.4 Piping foundation wall, Gas piping shall enter the buildin v e throu

 the foundation wall, building or structure.

+&)-(e) Section 404.9 “Minimum burial depth” is repealed and reenacted to read:

- 404.9 Minimum burial depth. Underground piping systems shall be installed at a minimum depth |

of 12 inches below grade for metallic piping and a minimum depth of 18 inches for non-metallic
plpmg or where such depths cannot be obtalned other equlvalent protectlon must be prowded

- ¢e)-{D) Section 404.9. 1 is repealed.

© Kiplbilo-7566.179.doc _ A 62



@-j gz Section 406 4.1%Test pressure” is tepealed arid reenacted to read:

The test pressure to be used shall be no less than 1-4 times the proposed maximum workmg
pressure, but not less than 10 psig.

)(h) Section 406.4.2 “Test duration” is repealed and reenacted to read:
Test duration shall not be less than 15 minutes.
(1) Section 602.1 “General” is amended by addmg a new sentence to read:

Within a vented ﬁreplace the damper must be removed or welded open and glass doors mstalled
over the fireplace opening.

6)-(3) Section 604 “VENTED GAS FIREPLACES” is amended by adding a new section to read:

604.3 Combustion air. Vented gas ﬁreplaces shall be provided with outside combustlon air and
glass doors.

- k) Section 605 “VENTED GAS FIREPLACE HEATERS” is amended by addmg anew
section to read:

605.2 Vented gas fireplace heaters shall be prov1ded with outside combustion air.
@a(I) Section 621.4 “Prohibited locations™ is amended by addmg a new sentence to read
’These apphances shall not be used in bedrooms or rooms readily used for sleeping purposes.

Chapter 10-10 Plumbmg Code
,Adopted by Ordlnance no. 4636 Amended by Ordmance Nos. 4326 4501.. .
10-10-1 Legislative Intent, v |

-+ The purpose of this chapter is to protect the public health and safety by regulatmg the
installation, alteration, and repair of plumbing devices in structures in the city. The c1ty councll
hereby adopts the 2003-2006 edition of the International Plumbing Code with certain '
amendments and deletlons thereto found to be in the best mterests of the remdents of the c1ty

10 10-2 Adoptlon of the Internatlonal Plumbmg Code w1th Modlﬁeatlons |

(a) ’I‘he %Q&_Medmon of the Intermztzonaslr Plumbmg Code, pubhshed by the Intematlonal
Code Council, 1nclud1ng appendices C Gray Water Recycling Systems, and E Sizing of Water
Piping System, is hereby adopted by reference as the City of Boulder Plumbing Code or -
plumbing code, and has the same force and effect as though fully set forth in this chapter, except'
as speciﬁcally amended by the provisions of this chapter. )

(b) Except for Sections 101, 102, and 107, Chapter 1 is repealed. This code shall be administered

in accordance with Chapter 1, “Administration,” of the International Building Code as adopted

.~ with amendments, by Section 10 5-2,“Adoption of Intematlonal Bulldmg Code with -
Modlﬁcatlons ”B.R.C. 1981, . - .
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(c) Section 101.1 is repealed and reenacted to read:

101.1 Title. These regulations shall be known as the Plumbmg Code for the City of Boulder or
plumbing code and will be referenced herein as “this code.” v

(e)LLSec’uon 312.5, “Water supply system test,” is amended by deleting the words “for p1p1ng

systems other than plastic” m—ﬂae—ﬁrs-t—pamgaph— d by m  test pressure required
from si (344 kPa) to 1 si (688 kPa). :
04.7.1 “Piping for safet rains shall be of those materials listed in Table

471 ed.

. (g)—@Sectlon 610, “Dlsmfectmn of potable water systern, is repealed :
h)-(g) Section 605.4 is. amended by adding a new paragraph to read:
" Water service line pipe between the water meter and building shall be Type K copper 1f it 1s in

the public right-of-way, a public utility easement, or on other public property.

- {-19-{=LSect1on 712.4.2, “Capac1ty,” is amended by the addition of a new sentence to read:

| ‘Sewage pumps and sewage ejectors servmg pubhc fixtures shall be provzded with dual pumps
“and ejectors arranged to operate 1ndependent1y in case of overload or failure. .

: (j—)gzLSectlon 1101.3, “Proh1b1ted drainage,” is repealed and reenacted to read: ,
- No rain, surface, or subsurface water shall be connected to or dlscharged into any drainage -

system, unless first approved by the Administrative Authonty

‘ (k—)m Section 1106.1, “General,” is repealed and reenacted to read:

1106.1 General. The size of the Vertlcal conductors and leaders, bu11d1ng storm drams bu11d1ng

- storm sewers, and any horizontal branches of such drains or sewers shall be based on the 100-

year hourly rainfall rate of 2. 5 inches per hour or other approved local weather data.
(k) Appendix C, Sectlon C101 last sentence of exception is repealed and reenacted to read:
—Such

_systems Q@ may igpact public hgglth in commerglg; and mgltiplg res‘i@gg proj ects shall be
 designed ired by the Boulder County Health D ment. :

(1) Table E103.3(2), “Load Values Assrgned to letures ” is amended by the addltlon ofa
- new sentence to read:

- For the purpose of deterrmmng the largest instantaneous demand requlred in order to size a water

meter, or for determining the amount of the plant investment fee, this table is repealed and
replaced by the Fixture Unit/GPM Demand Chart and PIF Computatlon Sheet found at Append1x
Ato Chapter 11-1, “Water Utility,” B.R.C. 1981
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{a)(m) Table E1 03 3(3) “Table for Estlmatlng Demand ” s amended by the addition of a new
‘ sentence to read: - ;

For the purpose of deterrmmng the largest instantaneous demand requ1red in order to size a ‘water
meter, or for determining the amount of the plant investment fee, this table is repealed and

. replaced by the Fixture Unit/GPM Demand Equations and PIF Computatlon Sheets found at

o Appendlx A'to Chapter 11-1, “Water Utlllty,” B R.C. 1981 o

" Section 2. This ordinance Shall be effective at 12:01 am. onJ amiary 2, 2008, 'It: shall be
applied to building permit applications submit_ted after the effective date. Building permits
 applied for before the effective date shall be considered under the program in effect at the time of
applicatvi'on.

Section 3. ThlS ordinance is necessary to protect the public health; safety, and welfare of

... the residents of the city, and covers matters of local concetn.

Section 4 The city council deems it appropriate that this ordinance be published by title
“only and orders that coples of thlS ordmance be made available in' the ofﬁce of the c1ty clerk for

USSP, /

public 1nspect1on and acqulsmon
| INTRODUCED, READ ON FIRST READING; AND ORDERED PUBLISHED BY

- TITLE ONLY this 16th day of October, 2007.

Ma&mu.. 5

s s Mayor
Attest:

City Clerk on behaf'f’of( the
+ Director of Finance and Record
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PUBLISHED BY TITLE ONLY this 30th day of October, 2007.

READ ON SECOND READING PASSED ADOPTED AND ORDERED

My RRor

Mayor
Attest

(() %)M'\

City Clerk on behalf of the

_ Duector of Finance and Record
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STATE OF COLORADO) =~ -
COUNTY OF BOULDER) SS:
CITY OF BOULDER)

ORDINANCE NO. 7566

I, Sandy North, Deputy City Clerk of said City in ‘the
County and State aforesaid, do hereby certify that the
foregoing ordinance was introduced, read on first reading
at the meeting of the City Council thereof Held on the 16™
day of Octeber 2007, and that I caused the same to be
published (by title only) on the 19™ day of October 2007 in
the official paper of said city, and that said publication
was made ten days before the passage of said ordinance.

I hereby certify that the foregoing ordinance was
afterwards duly and regularly passed and adopted by the
City Council of said City, on second reading at a meeting
thereof held on the 30 day of October 2007, and that I
caused the same to be published (by title only) on the 2nd
day of November 2007 in the official paper of said city.

WITNESS:my hand and thé seal of said City of Boulder
hereto affixed, this 2™ day of November 2007.

AN

S.L. North
Deputy City Clerk




